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(d) Additional animal facility re-
quirements. In addition to those re-
quirements given in § 627.45, all animal 
facility external doors will be self-lock-
ing.

§ 627.47 Large-scale facilities. 
The following requirements apply to 

facilities in which an individual cul-
ture of viable etiologic agents exceed 
10 liters: 

(a) BL–1 LS. In addition to the lab-
oratory requirements stated § 627.43(a), 
the exhaust gases removed from a 
closed system or other primary con-
tainment equipment shall be treated 
by filters which have efficiencies equiv-
alent to HEPA filters or by other 
equivalent procedures (for example, in-
cineration) to minimize the release of 
viable organisms. 

(b) BL–2 LS. In addition to the re-
quirements stated in §§ 627.44(a) and 
627.47(a), these facilities will have— 

(1) Rotating seals and other mechan-
ical devices directly associated with a 
closed system used to contain viable 
organisms shall be designed to prevent 
leakage or shall be fully enclosed in 
ventilated housings that are exhausted 
through filters which have efficiencies 
equivalent to HEPA filters or through 
equivalent treatment devices. 

(2) A closed system used to propagate 
and grow viable organisms shall in-
clude monitoring or sensing devices 
that monitor the integrity of contain-
ment during operations. 

(3) Closed systems used for the propa-
gation and growth of viable organisms 
shall be tested operationally for integ-
rity of the containment features. The 
containment will be rechecked fol-
lowing modification or replacement of 
essential containment features. Proce-
dures and methods used in the testing 
shall be appropriate for the equipment 
design and for recovery and demonstra-
tion of the test organism. Records of 
tests and results shall be maintained 
on file. 

(c) BL–3 LS. The requirements stated 
in §§ 627.45 and 627.57(b) apply, and all 
closed systems and other primary con-
tainment equipment used in handling 
cultures of viable organisms shall be 
located within a controlled area which 
meets the requirements of a BL–3 facil-
ity plus the following requirements: 

(1) All utilities and service or process 
piping or wiring entering the con-
trolled area shall be protected against 
contamination. 

(2) A shower facility shall be pro-
vided. This facility shall be located 
near the controlled area. 

(3) The controlled area shall be de-
signed to preclude release of culture 
fluids outside in the event of an acci-
dental spill or release from the closed 
systems or other primary containment 
equipment. 

(4) The controlled area shall have a 
ventilation system capable of control-
ling air movement. The movement of 
air shall be from areas of lower con-
tamination potential to areas of higher 
contamination potential. If the ven-
tilation system provides positive pres-
sure supply air, the system shall oper-
ate so as to prevent the reversal of air 
movement or shall be equipped with an 
alarm that would be actuated if rever-
sal in the direction of air movement 
were to occur. The exhaust air from 
the controlled area shall not be recir-
culated to other areas of the facility. 
The exhaust air from the controlled 
area may be discharged to the outdoors 
after filtration or other means of effec-
tively reducing an accidental aerosol 
burden, and dispersed clear of occupied 
buildings and air intakes.

§ 627.48 Toxins. 

General requirements for all facili-
ties in which toxins are used are as fol-
lows. Such facilities will— 

(a) Have a ventilation system that 
provides three to six air changes per 
hour, and that provides a directional 
airflow inward relative to the access 
halls. 

(b) Have a sink for handwashing. 
(c) Have an eyewash available. 
(d) Have bench tops that are imper-

vious to water and resistant to acids, 
alkalis, organic solvents, and moderate 
heat. 

(e) Have furniture, furnishings, and 
surfaces that are sturdy and designed 
to be easily cleaned. 

(f) Be arranged so that items are ac-
cessible for cleaning. 

(g) Have a quick-drench shower avail-
able within the facility. 
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